BACK OF CURB‘\
T
g

PAVEMENT

SN\

METER FURNISHED AND -
INSTALLED BY CITY.

ANGLE METER STOP

TYPE K COPPER TUBING

METER BOX WITH BASE ‘\

20

METER COUPLING OR TEST TEE

2 > WHBALL VALVE FURNISHED AND
s INSTALLED BY CITY.
o NOTES:
1. FOR CONNECTION TO MAIN SEE
c &\)) DETAIL W-1,
2. FOR 1V2" AND 2° SERVICES,
INSULATE CUSTOMER SERVICE LINE
AT BALL VALVE. FOR 1V2*
SERVICE, INSTALL 2* x 1 V2"
BRASS REDUCER F x M AND
2* x 12" PLASTIC BUSHING.
FOR 2* SERVICE, INSTALL 2 V2" x 2*
BRASS REDUCER FxM AND 2 V2* x 2
¥4" x ¥4" x 1* TEE FOR SPLIT PLASTIC. BUSHING. VX
SERVICE ONLY-MUELLER H-15381,
FORD T444443G OR APPROVED
EQUAL.

METER METER BOX ANGLE METER STOP BALL VALVE CRITICAL DIMENSIONS
SIZE CHRISTY FORD MUELLER FORD MUELLER A B
%/8°x ¥4 B2, B125,B30SL | KV43-332WG | H-14258 REQT-J?JED uQTJ?RTm 1* MIN. 2 y4

1+ | B12,B125,B30SL | KV43-342WG | H-14258 REQTJ?JED REQ’:J?RLD 172" MIN. 3
. B44,BA4E2, . .
1v2* D BA4X4, BA4SL FV43-666WGC H-14277 BF13-666 B20283 1¥2* MIN. 3 V4
B44,BA4E2,
2D B44X4, BA4SL FV43-777WG H-14277 BFi1-777 B20283 2 MIN. 3 Y4
B44,B44E2,
2T | pench pase FV43-777WG H14277 | BF-777 B20283 2* MIN. 2 a4
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